UST Compliance Assistance Checklist

PART L. OWNER/OPERATOR INFORMATION

| 1. Facility Name: _Onamia Public Schools 6, Date of Visit:_5.26.15 7. Marketer: _— Non-Marketer: X
2. Owner: . Onamia School District 8. Site Arrival/Departure (Time): 1:05 / 1:42
3, Operator: 9. Facility Address: 810 Kathio Street

; 5. Contact Person: _Rob Rohloft ‘ Onamia, MN. 56359

6. UST Site Phone #: . 320-532-4177 (ex1.7) 10: Team Members:  — Andrew Bovd/John LeBlanc

PART Il UST SITE INFORMATION

1. Tank #: I 2 3 4 5 6 7

| 2. Tank Type: FRP FRP
{ 3. Piping Type: FRP FRP
4, Size of Tank: 4K 10K
| 5. Tank Contents: UL Diesel
6, Install Date: 8/1/90 8/1/90
7. TTT Date:
‘ 8. LTT Date:
9: LD (Tank): ATG-TLS 300C VeederRoot Installed 2010
‘ 10: LD (Pipe):  NA Safe Suction

11, Closure Date:

‘ Perm__ Temp_ . Perm  Temp  Perm  Temp  “FPerm  Temp Perm  Temp = Perm  Temp_  Perm  Temwp
1 12. Spill: Yesx No__ Yes_xNo  Yes_ No__  Yes_ No  Yes_ No__  Yes_ No__  Yes_ No__
1 13. Overfill; Yesx No_ Yes_ xNo __  Yes_ No__ Yes_ No__  Yes_ No_ Yes No__  Yes_ No
‘ Type: Flapper Installed 10/29/10

| 14.CP (Tank):  Yes_ No__  Yes_ No Yes__ No_ Yes_ No_ Yes_ No__  Yes No__ Yes No

Date: - NA-FRP

Type:
115.CP(Piping): - Yes__No__ Yes_No _ Yes No__ Yes_ No__ Yes_ No__ Yes_ No__  Yes_No__
Date:  NA-FRP
Type:
16, CP Monitoring: [For all cathodic protection systems {Galvaniz Anodes and Impressed Cument Systems)]
6Mo/3Yrs: Yes__ No_  Yes__ No__  Yes No__ Yes__ No__~ Yes__ No__  Yes__ No__  Yes__ No __
Mote: Monitgring conducted within six month of installation and three years afier initial monitoring, [280.31¢b) 1)}
Six Months: Yes __ No__  Yes__ No__  Yes__No__  Yes _ No__  Yes _ No__ - Yes__ No__  Yes__ No
Note: Monitgring conducied within six month of any repairs 10 UST systern. [280.33(e)]
Records: Yes __ No Yes No Yes Mo Yes Ne Yes Mo Yes No Yes Mo

B w“-n,—£C§ P - o i

Note: Records on file of last two—r;mnitoring-réults. [280.31(d)23)

7. CP Monitoring: [For Impressed Current Systerms Only]

60DayInsp.: Yes__ No__ Yes _ No__  Yes__ No__  Yes__ No__  Yes__ No__ Yes__ No__ Yes__ No
Note: System is inspected ever 60 days, involvers reading and recording systems voltage and amperage. [280,31(0)]
Records: Yes _ Mo__ Yes __ No Yes __ No Yes _ No_ Yes  MNo__ Yes  No__ " Yes__ No

Note: Records on file of last three voltage ammpem_ge readings. [280.33753( L}
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UST Compliance Assistance Checklist

PART 111, RECOMMENDATION(S) & NARRATIVE COMMENTS

1. Facility to provide info. on compliance:

Notes:

Yes No X 2. Follow-up visit recommended Yes Noe X

Notes:

4. Inspector's Remarks:

3. Financial Responsibility (FR): Yes X  No

__ Expiration Date: _

A I

5. Additional Remarks/Comments:

DATE TANK 1 TANK 2
6/1/14 3,099 7.923
7/6/14 2,728 7,725
8/2014 NO READING/RAN OUT OF PAPER WHILE ON VACATION
9/14/14 1.164 3,866 INVALID- LOW PRODUCT LEVEL
10/5/14 2,891 8.027
11/2/14 1.867 5,955
12/30/14 3,338 9,098
144715 2,529 6,398
211715 1,477 3,395
3/1/135 2.896 5,654
4/5/15 1,550 2,698 INVALID- LOW PRODUCT LEVEL
313715 1,263 6,204

Inspector Signature

Date
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